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NOTES

-PROVIDE A 2 " SPACE BETWEEN
THE CONTROLLER AND THE ROLL
OUT DRAWER TO ACCOMMODATE

A FIBER INTERCONNECT CENTER.
-INSTALL POWER LINE SURGE
PROTECTION INSIDE POWER
DISTRIBUTION ASSEMBLY.
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